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 K0000A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  08/31/12

Facility Number:  003194

Provider Number:  15G701

AIM Number:  200360520

Surveyor:  W. Chris Greeney, Life Safety 

Code Specialist

At this Life Safety Code survey, ARC of 

Northwest Indiana, Inc. was found not in 

compliance with Requirements for 

Participation in Medicaid, 42 CFR 

Subpart 483.470(j), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility was not 

sprinklered.  The facility has a fire alarm 

system with smoke detection in the 

corridors, client sleeping rooms and 

common living areas.  The facility has a 

capacity of 5 and had a census of 5 at the 

time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-Score of 0.2.

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 09/05/12.

The facility was found not in compliance with the 

aforementioned regulatory requirements as 

evidenced by:
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483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Where smoking is permitted, 

noncombustible safety type ashtrays or 

receptacles are provided in convenient 

locations.     32.7.4.2, 33.7.4.2

To assure compliance, a UL 

approved smoking container was 

placed at smoking area at 3117 

Woodbine

09/13/2012  12:00:00AMKS149Based on observation, record review and 

interview; the facility failed to follow its 

smoking policy and provide 

noncombustible safety type ashtrays in the 

designated smoking area.  This deficient 

practice could affect all residents, staff 

and visitors to the home.

The findings include:

Based on observation during a tour of the 

home on 08/31/12 at 2:25 p.m. with 

maintenance staff, a hard plastic ash tray 

with no lid was sitting on the top of a 

refrigerator in the garage as you walked 

through the door from the living area into 

the attached garage. There were discarded 

smoking materials and ashes in the ash 

tray.  There was no other safety type 

receptacle located in the area.  Interview 

with maintenance staff during the tour 

indicated the garage was where smoking 

occurred in the facility.  Review on 

8/31/12 at 12:30 p.m. of the "Residential 

Smoking Work Instructions" dated 

04/13/09 indicated smoking "must occur 

outside, away from the home."
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